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COMMONWEALTH of VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

DRAFT PERMIT 
TO WITHDRAW GROUNDWATER IN THE  

EASTERN VIRGINIA GROUNDWATER MANAGEMENT AREA 

Permit Number:   GW0051901 
Effective Date:     Xxxxxxx XX, 2023 
Expiration Date:  Xxxxxxx XX, 2033 

Pursuant to the Ground Water Management Act of 1992 (Section 62.1-254 et seq. of the Code of Virginia) and the 
Groundwater Withdrawal Regulations (Regulations) (9VAC25-610), the Department of Environmental Quality 
hereby authorizes the Permittee to withdraw and use groundwater in accordance with this permit. 

Permittee  Isle of Wight County  

Facility   Sandy Mount Community Water System 

Facility Address  201 Pinehurst Drive  

Smithfield, VA 23430  

The Permittee’s authorized groundwater withdrawal shall not exceed: 

12,700,000 gallons per year,  
  1,500,000 gallons per month,  

The permitted withdrawal will be used to provide water for a municipal public water supply. Other uses are not 
authorized by this permit.  

The Permittee shall comply with all conditions and requirements of the permit.  

By direction of the Department of Environmental Quality, this Permit is granted by: 

Signed  Date   
Scott Morris, DBA, P.E.  
Director, Water Division
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This permit is based on the Permittee’s application submitted on March 27, 2018, and subsequently amended to 
include supplemental information provided by the Permittee. The following are conditions that govern the 
system set-up and operation, monitoring, reporting, and recordkeeping pertinent to the Regulations.

Part I 
Operating Conditions

A.  Authorized Withdrawal  

1. The withdrawal of groundwater shall be limited to the following wells identified in the table below.  
Withdrawals from wells not included in Table 1 are not authorized by this permit and are therefore 
prohibited. 9VAC25-610-140 A  

Table 1 
Owner 
Well 

Name 

DEQ Well 
# 

Well Depth  
(ft bls) 

Screen Intervals Aquifer Latitude Longitude Datum 

SM-1 146-00316 610 525-535 Potomac 36 56' 43.4'' -76 38' 38.6'' NAD27 
SM-2 146-00322 555 525-535 Potomac 36 56' 43.2'' -76 38' 38.3'' NAD27 

2. Any actions that result in a change to the status, construction, or pump intake setting of wells 
included in this permit must be pre-approved by the Department of Environmental Quality 
(Department or DEQ) in writing prior to implementing the change and a revised GW-2 Form must 
be submitted to the Department within 30 days after the physical construction of a well is altered or 
the pump intake setting has been changed. If changes are a result of an emergency, notify the 
Department within 5 days from the change. 9VAC25-610-140 C  

B. Public Water Supplies  

1. Daily withdrawal limits set forth in this permit are consistent with the requirements and conditions 
of the Virginia Department of Health (VDH) Waterworks Operation Permit No. 3093580. 9VAC25-
610-140 A 5  

2. The Permittee shall submit copies of an updated Waterworks Operation Permit and the associated 
Engineering Description Sheets to the Department within 30 days of receipt from the Virginia 
Department of Health. 9VAC25-610-140 C 

C. Pump Intake Settings 

1. The Permittee shall not place a pump or water intake device lower than the top of the uppermost 
confined aquifer that a well utilizes as a groundwater source or lower than the bottom of an 
unconfined aquifer that a well utilizes as a groundwater source in order to prevent dewatering of the 
aquifer, loss of inelastic storage, or damage to the aquifer from compaction. 9VAC25-610-140 A 6

2. Pump settings in individual wells are limited as follows. Any change in the pump setting must 
receive prior approval by the Department. 
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Owner Well Name DEQ Well # 
Max  Pump Setting 

(feet below land surface) 
SM-1 146-00316 372
SM-2 146-00322 372

D. Reporting 

1. Water withdrawn from each well shall be recorded monthly at the end of each month and reported to 
the Department, in paper or electronic format, on a form provided by the Department by the tenth 
(10th) day of each January, April, July and October for the respective previous calendar quarter.  
Records of water use shall be maintained by the Permittee in accordance with Part III.F, 1 through 5 
of this permit. 9VAC25-610-140 A 9 

2. The Permittee shall report any amount more than the permitted withdrawal limit by the fifth (5th) 
day of the month following the month when such a withdrawal occurred. Failure to report may result 
in compliance or enforcement activities. 9VAC25-610-140 C 

3. The following is a summary of reporting requirements for specific facility wells:

Owner Well Name DEQ Well # Reporting Requirements 
SM-1 146-00316 Water Use
SM-2 146-00322 Water Use

E. Water Conservation and Management Plan  

1. The Water Conservation and Management Plan (WCMP) submitted in the application received 
March 27, 2018 and subsequently amended and then approved by the Department is incorporated by 
reference into this permit and shall have the same effect as any condition contained in this permit 
and may be enforced as such. 

2. By the end of the first year of the permit cycle [date] the Permittee shall submit documentation to the 
Department that the leak detection and repair program defined in the WCMP has been initiated. This 
documentation shall include activities completed during the first year of the permit term. 9VAC25-
610-100 B  

3. As soon as completed but not later than the end of the second year of the permit cycle [date] the 
Permittee shall submit to the Department results of an audit of the total amount of groundwater used 
in the distribution system and operational processes. This documentation shall include any resulting 
changes to the leak detection and repair program in the WCMP. 9VAC25-610-100 B  

4. A report on the plan’s effectiveness in reducing water use, including revisions to those elements of 
the WCMP that can be improved and addition of other elements found to be effective based on 
operations to date shall be submitted by the end of years four [date] and eight [date] of the permit 
term. These reports shall include as appropriate: 9VAC25-610-140 C 

a. Any new water saving equipment installed or water saving processes adopted; 

b. WCMP actions taken to reduce the volume of water needed to supply the system; 
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c. Planned short or long term efforts and actions to be added to the WCMP to improve the 
efficiency of water use in the system or by customers and for reducing the loss of water; 

d. Results of additional water audits completed; 

e. Review of water use category (residential, commercial, industrial) per-connection use in 
municipal systems; 

f. Evaluation of the leak detection and repair program; 

g. Description of educational activities completed; and 

h. Identification of any water reuse opportunities identified. 

5. If revisions or additions to the plan are necessary, an updated WCMP shall be submitted to the 
 Department for approval along with the report prior to implementation of the revised plan. 

6. Records of activities conducted pursuant to the WCMP are to be submitted to the Department upon 
request. 

F. Well Tags 

1. Each well that is included in this permit shall have affixed to the well casing, in a prominent place, a 
permanent well identification plate that records, at a minimum, the Department well identification 
number, the groundwater withdrawal permit number, the total depth of the well, and the screened 
intervals in the well. Such well identification plates shall be in a format specified by the Department 
and are available from the Department. 9VAC25-610-140 A 12 

2. Well tags shall be affixed to the appropriate well casing within 30 days of receiving the tags from the 
Department. The accompanying well tag installation certification form shall be returned to the 
Department within 60 days of receipt of the tags. 9VAC25-610-140 C 

Part II
Special Conditions 

Pursuant to 9VAC25-610-140 B and C, the following Special Condition applies to this permit in order to protect 
the public welfare, safety, and health or conserve, protect and help ensure the beneficial use of groundwater. 

A.  Monitoring Well Maintenance 

Test Well (DEQ Well# 146-00323) shall be secured and protected from vandalism or accidental misuse 
at all times with a locked cap, or other protective cover.  If the Permittee determines that the well is no 
longer needed, the Permittee shall permanently abandon Test Well (DEQ Well # 146-00323) in 
accordance with the Virginia Department of Health’s Regulations (12VAC5-630-450) and submit 
documentation to the Department of Environmental Quality within 30 days of abandonment. At least 
two weeks prior to the scheduled abandonment, the Permittee shall notify the Department of the 



Groundwater Withdrawal Permit - GW0051901 

Draft

Page 5 of 10

scheduled abandonment date. 

Part III 
General Conditions 

A. Duty to Comply  

The Permittee shall comply with all conditions of the permit. Nothing in this permit shall be construed to 
relieve the permit holder of the duty to comply with all applicable federal and state statutes, regulations 
and prohibitions. Any permit violation is a violation of the law and is grounds for enforcement action, 
permit termination, revocation, modification, or denial of a permit application. 9VAC25-610-130 A 

B. Duty to Cease or Confine Activity 

It shall not be a defense for a Permittee in an enforcement action that it would have been necessary to 
halt or reduce the activity for which a permit has been granted in order to maintain compliance with the 
conditions of the permit. 9VAC25-610-130 B

C. Duty to Mitigate 

The Permittee shall take all reasonable steps to avoid all adverse impacts that may result from this 
withdrawal as defined in 9VAC25-610-10 and provide mitigation of the adverse impact when necessary 
as described in 9VAC25-610-110 D 3 g and 9VAC25-610-130 C.

D. Inspection, Entry, and Information Requests 

Upon presentation of credentials, the Permittee shall allow the the Department, or any duly authorized 
agent of the Department, at reasonable times and under reasonable circumstances, to enter upon the 
Permittee's property, public or private, and have access to, inspect and copy any records that must be 
kept as part of the permit conditions, and to inspect any facilities, well(s), water supply system, 
operations, or practices (including sampling, monitoring and withdrawal) regulated or required under the 
permit. For the purpose of this section, the time for inspection shall be deemed reasonable during regular 
business hours. Nothing contained herein shall make an inspection time unreasonable during an 
emergency. 9VAC25-610-130 D

E. Duty to Provide Information 

The Permittee shall furnish to the Department, within a reasonable time, any information that the 
Department may request to determine whether cause exists for modifying or revoking, reissuing, or 
terminating the permit, or to determine compliance with the permit. The Permittee shall also furnish to 
the Department, upon request, copies of records required to be kept by regulation or this permit. 
9VAC25-610-130 E 

F. Monitoring and Records Requirements 

1. The Permittee shall maintain a copy of the permit on-site and/or shall make the permit available 
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upon request. 9VAC25-610-130 E 

2. Monitoring of parameters shall be conducted according to approved analytical methods as specified 
in the permit. 9VAC25-610-130 F 1 

3. Samples and measurements taken for the purpose of monitoring shall be representative of the 
monitored activity. 9VAC25-610-130 F 2 

4. The Permittee shall retain records of all monitoring information, including all calibration and 
maintenance records and all original strip chart or electronic recordings for continuous monitoring 
instrumentation, copies of all reports required by the permit, and records of all data used to complete 
the application for the permit, for a period of at least three years from the date of the expiration of a 
granted permit. This period may be extended by request of the Department at any time. 9VAC25-
610-130 F 3 

5. Records of monitoring information shall include as appropriate: 9VAC25-610-130 F 4 

a. the date, exact place and time of sampling or measurements;  

b. the name(s) of the individual(s) who performed the sampling or measurements;  

c. the date the analyses were performed;  

d. the name(s) of the individual(s) who performed the analyses;  

e. the analytical techniques or methods supporting the information, such as observations, 
readings, calculations and bench data used;  

f. the results of such analyses; and 

g. chain of custody documentation. 

G. Environmental Laboratory Certification  

The Permittee shall comply with the requirement for certification of laboratories conducting any tests, 
analyses, measurements, or monitoring required pursuant to the State Water Control Law (§ 62.1-44.2 et 
seq. of the Code of Virginia), Environmental Laboratory Certification Program (§ 2.2-1105 et seq. of the 
Code of Virginia), Certification for Noncommercial Environmental Laboratories (1VAC30-45), and/or 
Accreditation for Commercial Environmental Laboratories (1VAC30-46), and  

1. Ensure that all samples and measurements taken for the purpose of monitoring shall be 
representative of the monitored activity. 

2. Conduct monitoring according to procedures approved under 40CFR Part 136 or alternative methods 
approved by the U.S. Environmental Protection Agency.  
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3. Periodically calibrate and perform maintenance procedures on all monitoring and analytical 
instrumentation at intervals that will ensure accuracy of measurements. 1VAC30-45-20 

H. Future Permitting Actions 

1. A permit may be modified or revoked as set forth in Part VI of the Groundwater Withdrawal 
Regulations. 9VAC25-610-290 and 9VAC25-610-130 G 

2. If a Permittee files a request for permit modification or revocation, or files a notification of planned 
changes, or anticipated noncompliance, the permit terms and conditions shall remain effective until 
the Department makes a final case decision. This provision shall not be used to extend the expiration 
date of the effective permit. 9VAC25-610-130 G 

3. Permits may be modified or revoked upon the request of the Permittee, or upon Department 
initiative, to reflect the requirements of any changes in the statutes or regulations. 9VAC25-610-130 
G 

4. The Permittee shall schedule a meeting with the Department prior to submitting a new, expanded or 
modified permit application. 9VAC25-610-85  

5. A new permit application shall be submitted 270 days prior to the expiration date of this permit, 
unless permission for a later date has been granted by the Department, to continue a withdrawal 
greater than or equal to 300,000 gallons in any month while an application for a renewal is being 
processed. 9VAC25-610-96 

6. A new permit application shall be submitted 270 days prior to any proposed modification to this 
permit that will (i) result in an increase of withdrawal above permitted limits; or (ii) violate the terms 
and conditions of this permit. 9VAC25-610-96 

7. The applicant shall provide all information described in 9VAC25-610-94 for any reapplication. 
9VAC25-610-96 C  

8. The Permittee must notify the Department in writing of any changes to owner and facility contact 
information within 30 days of the change. 9VAC25-610-140 C 

I. Metering and Equipment Requirements  

1. Each well and/or impoundment or impoundment system shall have an in-line totalizing flow meter to 
read gallons, cubic feet, or cubic meters installed prior to beginning the permitted use.  Meters shall 
produce volume determinations within plus or minus 10% of actual flows. An alternative method for 
determining flow may be approved by the Department on a case-by-case basis. 9VAC25-610-140 A 
7 b 

a. A defective meter or other device must be repaired or replaced within 30 days.  

b. A defective meter is not grounds for not reporting withdrawals. During any period when a 
meter is defective, generally accepted engineering methods shall be used to estimate 
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withdrawals. The period during which the meter was defective must be clearly identified in 
the groundwater withdrawal report required by Part I, Subsection D of this permit.  

2. Each well shall be equipped in a manner such that water levels can be measured during pumping and 
non-pumping periods without dismantling any equipment. Any opening for tape measurement of 
water levels shall have an inside diameter of at least 0.5 inches and be sealed by a removable plug or 
cap. The Permittee shall provide a tap for taking raw water samples from each permitted well. 
9VAC25-610-140 A 7 e 

J. Minor Modifications 

1. A minor modification to this permit must be made to replace an existing well(s) or add an additional 
well(s) provided that the well(s) is screened in the same aquifer(s) as the existing well(s), and is in 
the near vicinity of the existing well(s), the total groundwater withdrawal does not increase, the area 
of impact does not increase, and the well has been approved by the Department prior to construction. 
9VAC25-610-330 B 4 and B 5  

2. A minor modification to this permit must be made to combine withdrawals governed by multiple 
permits when the systems are physically connected as long as interconnection will not result in 
additional groundwater withdrawal and the area of impact will not increase. 9VAC25-610-330 B 6  

3. Minor modifications to this permit must also be made to: 

a. Change an interim compliance date up to 120 days from the original compliance date, as long 
as the change does not interfere with the final compliance date. 9VAC25-610-330 B 7 

b. Allow for change in ownership when the Department determines no other change in the 
permit is necessary and the appropriate written agreements are provided in accordance with 
the transferability of permits and special exceptions. 9VAC25-610-320 and 9VAC25-610-
330 B 8  

c. Revise a Water Conservation and Management Plan to update conservation measures being 
implemented by the Permittee that increase the amount of groundwater conserved. 9VAC25-
610-330 B 9 

K. Well Construction 

At least two weeks prior to the scheduled construction of any well(s), the Permittee shall notify the 
Department of the construction timetable and receive prior approval of the well(s) location(s) and 
acquire the DEQ Well number. All wells shall be constructed in accordance with the following 
requirements. 

1. A well site approval letter or well construction permit must be obtained from the Virginia 
Department of Health prior to construction of the well. 9VAC25-610-130 A 

2. A complete suite of geophysical logs (16"/64" Normal, Single Point, Self-Potential, Lateral, and 
Natural Gamma) shall be completed for the well and submitted to the Department along with the 
corresponding completion report. 9VAC25-610-140 C 
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3. The Permittee shall evaluate the geophysical log and driller’s log information to estimate the top of 
the target aquifer and; therefore, a depth below which the pump shall not be set. The Permittee's 
determination of the top of the target aquifer shall be submitted to the Department for review and 
approval, or approved on site by the Department’s Groundwater Characterization staff, prior to 
installation of any pump. 9VAC25-610-140 A 6 

4. The Permittee shall install gravel packs and grout in a manner that prevents leakance between 
aquifers.  Gravel pack shall be terminated close to the top of the well screen(s) and shall not extend 
above the top of the target aquifer. 9VAC25-610-140 C 

5. A completed GW-2 Form and any additional water well construction documents shall be submitted 
to the Department within 30 days of the completion of any well and prior to the initiation of any 
withdrawal from the well. The assigned Department Well number shall be included on all well 
documents. 9VAC25-610-140 C  

6. In addition to the above requirements, if required by the permit, construction of a Water Level 
Monitoring State Observation Well (SOW) requires:  

a. The Permittee shall coordinate activities with the Department’s Groundwater 
Characterization Program (GWCP) to determine the appropriate observation well location 
and construction schedule, along with the needed screen interval(s), and other completion 
details following review of geophysical logging. 9VAC25-610-140 C  

b. Prior to preparation of bid documents for construction of the observation well, the Permittee 
shall notify the Department and shall include any GWCP requirements in the bid documents. 
At a minimum, the Department will require a pre-bid meeting with interested drilling 
contractors and a pre-construction meeting with the successful bidder. 9VAC25-610-140 C 

c. Instrumentation to meet the requirements for real-time data transmission consistent with the 
State Observation Well Network shall be purchased by the Permittee. The Permittee shall 
submit a purchase order based on the Department’s equipment specifications for review and 
approval prior to purchase of the equipment. The Permittee shall install the real-time 
equipment infrastructure with Department oversight.  The Department will conduct the 
installation of the transducer and final hook-up of the equipment. 9VAC25-610-140 C 

7. In addition to the above requirements, if required by the permit, construction of a Chloride 
Monitoring SOW requires: 

a. The Permittee shall coordinate activities with the Department’s Groundwater 
Characterization Program (GWCP) to determine the appropriate observation well location 
and construction schedule, along with the needed screen interval(s), and other completion 
details following review of geophysical logging. 9VAC25-610-140 C  

b. Prior to preparation of bid documents for construction of the observation well, the Permittee 
shall notify the Department and shall include any GWCP requirements in the bid documents. 
At a minimum, the Department will require a pre-bid meeting with interested drilling 
contractors and a pre-construction meeting with the successful bidder. 9VAC25-610-140 C 
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c. Instrumentation to meet the requirements for real-time data transmission consistent with the 
State Observation Well Network shall be purchased by the Permittee. The Permittee shall 
submit a purchase order based on the Department’s equipment specifications for review and 
approval  prior to purchase of the equipment. The Permittee shall install the real-time 
equipment infrastructure with Department oversight.  The Department will conduct final 
hook-up of the equipment. 9VAC25-610-140 C 

d. Instrumentation to meet the requirements for continuous measurement of specific 
conductance from multiple levels within the well screen shall be purchased by the Permittee. 
The Permittee shall submit a purchase order based on the Department’s equipment 
specifications for review and approval prior to purchase of the equipment. The Permittee 
shall install the real-time equipment infrastructure with Department oversight.  The 
Department will conduct the final hook-up of the equipment. 9VAC25-610-140 C 

L. Permit Reopening  

This permit may be reopened for the purpose of modifying the conditions of the permit as follows: 

1. To meet new regulatory standards duly adopted by the Board. 9VAC25-610-140 A 11 

2. When new information becomes available about the permitted withdrawal, or the impact of the 
withdrawal, which had not been available at permit issuance and would have justified the application 
of different conditions at the time of issuance. 9VAC25-610-310 B 1  

3. When the reported withdrawal is less than 60% of the permitted withdrawal amount for a five year 
period. 9VAC25-610-310 B 2 

4. If monitoring information indicates the potential for adverse impacts to groundwater quality or level 
due to this withdrawal. 9VAC25-610-140 C 
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COMMONWEALTH of VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

PERMIT ISSUANCE FACT SHEET 

Groundwater Withdrawal Permit Number: GW0051901 
Application Date:   March 19, 2018 

The Department of Environmental Quality (Department or DEQ) has reviewed the application for a 
Groundwater Withdrawal Permit. This document provides the pertinent information concerning the 
legal basis, scientific rationale, and justification for the issuance/reissuance/modification of the 
Groundwater Withdrawal Permit listed below. Based on the information provided in the application and 
subsequent revisions, the Department has determined that there is a reasonable assurance that the 
activity authorized by the permit is a beneficial use as defined by the regulations. Groundwater impacts 
have been minimized to the maximum extent practicable. The following details the application review 
process and summarizes relevant information for developing the Permit and applicable conditions.  

Permittee / Legal Responsible Party  

Name & Address: Isle of Wight County  
13048 Poor House Road, P.O. Box 108 
Isle of Wight, VA 23397 

Phone:  (757) 365-1650 

Facility Name and Address  

Name & Address: Sandy Mount Community Water System  
201 Pinehurst Drive  
Smithfield, VA 23430  

Phone:  (757) 365-1650 

Contact Information: 

Name:   Don Jennings  
E-mail: djennings@isleofwightus.net  
Phone:  (757) 365-1655 (office); (757)604-3155(cell) 

Proposed Beneficial Use Type:  The permitted withdrawal will be used to provide water for a municipal 
public water supply.
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Staff Findings and Recommendations

Based on review of the permit application, staff provides the following findings.  

 The proposed activity is consistent with the provisions of the Ground Water Management Act of 
1992, and will protect other beneficial uses. 

 The proposed permit addresses minimization of the amount of groundwater needed to provide the 
intended beneficial use. 

 The effect of the impact will not cause or contribute to significant impairment of state waters.  
 The permit reflects the required consultation with and full consideration of the written 

recommendations of the Virginia Department of Health (VDH).  

Staff recommends Groundwater Withdrawal Permit Number GW0051901 be issued as proposed. 

Approved: _________________________________________ 
Scott Morris, DBA, P.E.  
Director, Water Division  

Date:  _________________________________________ 
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Processing Dates 

Processing Action Date Occurred/Received 
Pre-Application Meeting: August 9, 2017
Application Received by DEQ: March 27, 2018
Permit Fee Deposited by Accounting: March 29, 2018
Application Review Conducted: November 9, 2018
Notice of Deficiency Sent NA
Request for Additional Information Sent: NA
Local Government Ordinance Form Received by DEQ: March 27, 2018
Application Complete: April 7, 2021
Submit Request for Technical Evaluation: April 26, 2021
Technical Evaluation Received by DEQ: April 30, 2021
Draft Permit Package Sent:  February 28, 2023
Submit Draft Permit for Public Notice:
Public Notice Published:  
End of 30-Day Public Comment Period:  
Response to Public comment:
Public Meeting or Hearing:  

Application 

Application Information 

Description:  

Background / Purpose of Facility:  
The system was constructed in the 1970’s with the two original wells, Old Well #1 and Smithfield 
Heights #1, installed in 1971 and 1973. The two current production wells are SM-1 (DEQ Well # 146-
00316) and SM-2 (DEQ Well # 146-00322).  The system was initially permitted under GW0033000 for 
11,700,000 gallons per year (gal/yr). Groundwater Withdrawal Permit GW0051900 was issued in 2008 
for 16,242,500 gal/yr and 1,937,500 gallons per month (gal/mo) to account for 25 homes being added to 
the system.  The previous permit (GW0051900) expired May 31, 2018 and was administratively 
continued pursuant to 9VAC25-610-96.  The system supplies the Sandy Mount Community including 
Smithfield Heights with mostly residential connections and a few businesses.  

Location of Facility/Withdrawal: 

Water Supply Planning Unit: Hampton Roads PDC 

County: Isle of Wight



DRAFT Permit Issuance Fact Sheet 

Groundwater Withdrawal Permit - GW0051901  

GWMA/Aquifer: Eastern Virginia GWMA / Potomac aquifer 

Conjunctive Use Source:  No conjunctive use. 

Withdrawal Use, Current Need, and Projected Demand: 

Basis of Need:  
The system supplies the Sandy Mount Community including Smithfield Heights and was serving 191 
connections, at the time of application. The connections are mostly residential with a few businesses 
making up about 5% of the withdrawal. The community is located on the north side of Scotts Factory 
Road (Route 620) at Pinehurst Drive, approximately two miles east of the intersection of Routes 620 and 
US258 and about 3 miles southeast of the Town of Smithfield.   

Water Demand and Projections:  
The applicant evaluated the past water use from 2008 through 2017 and found the highest annual water 
use of 12,060,000 gal in 2008. The highest monthly amount during this period was 1,406,000 gal in July 
2008. These values were used as the amount required to supply the current system connections.  For the 
191 connections at the time of application, this equates to 63,145 gallons per year per connection 
(gal/yr/c) and 7,360 gallons per month per connection (gal/mo/c). This equates to 173 gallons per day per 
connection (gal/day/c) annually and 237.5 gal/day/c as a monthly high. 

The applicant anticipated the 9 remaining lots being added to the water system over the ten-year permit 
term and thus, included the 9 lots in future demand projections. Based on 200 connections (191 + 9 new) 
at 63,145 gal/yr/c, an annual amount of 12,629,000 gal/yr was determined along with a monthly amount 
of 1,472,500 gal based on the 7,360 gal/mo level for 200 connections. This request represents about a 
21% decrease from the 2008 permitted amounts of 16,242,500 gal/yr and 1,937,500 gal/mo. 

Withdrawal Volumes Requested: The applicant requested the following withdrawal volumes based upon 
the projected groundwater demand. 

Period of 
Withdrawal 

Total Volume (gal) 
Volume in 

gal/day 
Maximum Monthly: 1,472,000 47,484

Maximum Annual: 12,629,000 34,600 

Department Evaluation   

Historic Withdrawals:  
From 2008 through 2017 the highest annual water use of 12,060,000 gal in 2008 and the highest monthly 
usage was 1,406,000 gal in July 2008. The withdrawal has gradually decreased since 2008 and has been in 
the mid 8,000,000 gal/yr range since 2018.  

Analysis of Alternative Water Supplies:  
The nearest larger system that could potentially supply the Sandy Mount system is the Town of 
Smithfield approximately 3 miles away, which is also supplied by groundwater. The nearest surrounding 
development, the Newport Development Service District in Isle of Wight County, is contracted to be 
provided with 1,000,000 gallons per day (gal/day) of treated water from the City of Suffolk; however, the 
Sandy Mount Community is not part of this district. There are no nearby surface water bodies with 
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sufficient flow to support the community water supply needs. The cost of installing extensive water lines 
or treatment for this small community are currently prohibitive.  

Public Water Supply:   
The water system operates under VDH WWOP #3093580 with an effective date of June 30, 1995, and the 
associated Engineering Description Sheet (EDS) with an effective date of June 2, 2009. The permitted 
design capacity on the updated EDS is 80,000 gal/day with source capacity stated to be the limiting factor. 

Water Supply Plan Review:  
Water use for the system was included in the regional Water Supply Plan (WSP) with an approximate 
30,000 gal/day average which aligns well with the requested amount. No alternative water supplies were 
noted in the WSP for consideration. 

Department Recommended Withdrawal Limits:  
The requested amount represents a significant reduction from the previously permitted amount and 
indicates conservative use of the resource. 

The Department recommends the following withdrawal volumes based upon evaluation of the 
groundwater withdrawal permit application. The values are rounded from the requested amount in 
accordance with the Department’s rounding policy. 

Period of Withdrawal Total Volume (gal) 
Volume 

in 
gal/day 

Maximum Monthly: 1,500,000 48,387

Maximum Annual: 12,700,000 34,795 

Technical Evaluation:  
Aquaveo, LLC performed a technical evaluation of the application for the Department based on the 
VAHydro Groundwater Eastern Virginia Model (VAHydro-GW-VCPM). The objectives of this 
evaluation were to determine the areas of any aquifers that will experience at least one foot of water level 
decline due to the proposed withdrawal (the Area of Impact or AOI), to determine the potential for the 
proposed withdrawal to cause saltwater intrusion, and to determine if the proposed withdrawal meets the 
80% drawdown criteria. Aquaveo, LLC also evaluated water levels in the Eastern Virginia Model 
compared to measured field values. 

The Department concluded that the proposed withdrawal satisfies the technical evaluation criteria for 
permit issuance. A summary of the results of the evaluation and the AOI for the Potomac Aquifer is 
provided in the Technical Evaluation (Attachment 1).  
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Part I
Operating Conditions

Authorized Withdrawals: 

Owner Well Name DEQ Well # Aquifer Type 
Pump Intake Limit 

(ft/bls) 

SM-1  146-00316 Potomac Production 372 

SM-2  146-00322 Potomac Production 372 

Apportionment: 
Although the withdrawal percentage from each well varies month to month, the wells are used fairly 
evenly and a 50/50 apportionment was requested. The two wells withdrawal from the same aquifer, are 
close together, and the requested withdrawal did not produce an AOI that extended beyond the property 
boundary. Given this situation, no apportionment limits were necessary.

Additional Wells: 

Abandoned Wells: 

Owner Well Name/ 
DEQ Well Number 

DEQ Well # Aquifer 

Smithfield Heights 1  
(SH-1)

146-00233 Potomac 

Smithfield Heights 2  
(SH-2) 

146-00282 Potomac 

Old Well #1  146-00149 Potomac 

Out of Service Wells: 

Owner Well Name/ 
DEQ Well Number 

DEQ Well # Aquifer 

Test Well  146-00323 Potomac 

Observation Wells: There are no observation wells associated with the system. 

Pump Intake Settings:
Department staff reviewed available information and made the following determinations regarding the 
location of the aquifer tops for the following well. Information reviewed in this process included GW-2 
forms for the system wells, driller’s logs, the geophysical log for SM-1 (DEQ Well # 146-00316) and The 
Virginia Coastal Plain Hydrogeologic Framework (USGS Professional Paper 1731). 
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Unit 
Well SM-1 

(ft/bls) 
Yorktown-Eastover *-170
Piney Point 255-270
Aquia 317-369
Potomac 372-1380 (bottom estimated)
*Insufficient information to determine Yorktown-Eastover aquifer top 

Given the close proximity of the two wells, the aquifer top and pump intake limit for Well SM-2 was 
extrapolated from Well SM-1. Both well pumps are correctly positioned in accordance with 9VAC25-
610-140 A 6 at 302 and 326 feet below land surface (ft/bls) for Well SM-1 and SM-2 respectively. 

Withdrawal Reporting:  
Groundwater withdrawals are to be recorded monthly and reported quarterly. 

Water Conservation and Management Plan:  
A Water Conservation and Management Plan (WCMP) meeting the requirements of 9VAC25-610-100 B 
was submitted and reviewed as part of the application process. The accepted Plan is to be followed by the 
permittee as an operational Plan for the facility/water system, is incorporated by reference into this 
permit, and shall have the same effect as any condition contained in this permit and may be enforced as 
such (Attachment 2). In addition, the Permit includes conditions requiring the following:  

 Documentation that the leak detection and repair program defined in the WCMP has been 
initiated is due by the end of the first year of the permit term. 

 A result of an audit of the total amount of groundwater used in the distribution system and 
operational processes is due by the end of the second year of the permit term.  

 A report on the plan’s effectiveness in reducing water use, including revisions to those 
elements of the WCMP that can be improved and addition of other elements found to be 
effective based on operations to date shall be submitted by the end of years four [date] and 
eight [date] of the permit term. 

Mitigation Plan: The predicted AOI resulting from the Technical Evaluation does not extend beyond the 
service area boundaries.  A Mitigation Plan was therefore not required for the permit. 

Well Tags:  Well tags will be transmitted by the Department after issuance of the final permit. 

Part II
Special Conditions

With the exception of condition listed below, review of the applicant’s application, well construction data, 
operations at the facility, and the Technical Evaluation of the application did not identify a need for water 
quality or water level monitoring or pump intake reset conditions in the permit.  There are no new wells 
currently planned for construction during the permit term. Technical Evaluation of the application was 
based on model parameters and aquifer testing is not required at this time. Construction of observation 
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wells or well nests, and geophysical boreholes to assist in monitoring or characterizing the local or 
regional aquifer system are not required at this time.  

Monitoring Well Maintenance:
The Permittee must continue to properly maintain Test Well (DEQ Well# 146-00323) as a monitoring 
well and the well must be secured and protected from vandalism or accidental use at all times with a 
locking cap or other secure cover.  If the Permittee determines that the well is no longer needed, the 
Permittee shall permanently abandon Test Well (DEQ Well # 146-00323) in accordance with the Virginia 
Department of Health’s Regulations (12VAC5-630-450) and submit documentation to the Department of 
Environmental Quality within 30 days of abandonment. At least two weeks prior to the scheduled 
abandonment, the Permittee shall notify the Department of the scheduled abandonment date.

Part III
General Conditions

General Conditions are applied to all Groundwater Withdrawal Permits, as stated in the Groundwater 
Withdrawal Regulations, 9VAC25-610. 

Public Comment

Rel

Pub

Cha

Cha

Th
evant Regulatory Agency Comments: 

Summary of VDH Comments and Actions: 

lic Involvement during Application Process: 

Local and Area wide Planning Requirements: The Isle of Wight County Administrator certified on 
March 19, 2018, that the facility’s operations are consistent with all ordinances.  The Department 
received this certification on March 27, 2018.  

Public Comment/Meetings: 

The public notice was published in xxxxxx on XXX. The public comment period ran from xxxxx 
to xxxxx  

nges in Permit Part II Due to Public Comments 

nges in Permit Part III Due to Public Comments 

e following sections will be completed after close of the public comment period. 
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Attachments

1. Technical Evaluation
2. Water Conservation and Management Plan
3. Public Comment Sheet (if warranted)
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COMMONWEALTH of VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

 

PERMIT ISSUANCE FACT SHEET 
  
Groundwater Withdrawal Permit Number: GW0051901 
Application Date:   March 19, 2018  
 
The Department of Environmental Quality (Department or DEQ) has reviewed the application for a 
Groundwater Withdrawal Permit. This document provides the pertinent information concerning the 
legal basis, scientific rationale, and justification for the issuance/reissuance/modification of the 
Groundwater Withdrawal Permit listed below. Based on the information provided in the application and 
subsequent revisions, the Department has determined that there is a reasonable assurance that the 
activity authorized by the permit is a beneficial use as defined by the regulations. Groundwater impacts 
have been minimized to the maximum extent practicable. The following details the application review 
process and summarizes relevant information for developing the Permit and applicable conditions.  

 
 
Permittee / Legal Responsible Party  
 
 Name & Address: Isle of Wight County      
    13048 Poor House Road, P.O. Box 108   
    Isle of Wight, VA 23397     
 Phone:   (757) 365-1650      
 
Facility Name and Address  
 
 Name & Address: Sandy Mount Community Water System   
    201 Pinehurst Drive      
    Smithfield, VA 23430      
 Phone:   (757) 365-1650       
 
Contact Information: 
 
 Name:    Don Jennings       
 E-mail:  djennings@isleofwightus.net     
 Phone:   (757) 365-1655 (office); (757)604-3155(cell)  
 
 
Proposed Beneficial Use Type:  The permitted withdrawal will be used to provide water for a municipal 
public water supply.
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Staff Findings and Recommendations 

 
 

Based on review of the permit application, staff provides the following findings.  
 
 The proposed activity is consistent with the provisions of the Ground Water Management Act of 

1992, and will protect other beneficial uses. 
 The proposed permit addresses minimization of the amount of groundwater needed to provide the 

intended beneficial use. 
 The effect of the impact will not cause or contribute to significant impairment of state waters.  
 The permit reflects the required consultation with and full consideration of the written 

recommendations of the Virginia Department of Health (VDH).  
 

Staff recommends Groundwater Withdrawal Permit Number GW0051901 be issued as proposed. 
 
 
 
 
 
Approved: _________________________________________ 
  Scott Morris, DBA, P.E.  
  Director, Water Division  
 
Date:  _________________________________________ 
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Processing Dates 

 

Processing Action Date Occurred/Received 
Pre-Application Meeting: August 9, 2017 
Application Received by DEQ:  March 27, 2018 
Permit Fee Deposited by Accounting:   March 29, 2018 
Application Review Conducted: November 9, 2018 
Notice of Deficiency Sent NA 
Request for Additional Information Sent:    NA 
Local Government Ordinance Form Received by DEQ: March 27, 2018 
Application Complete: April 7, 2021 
Submit Request for Technical Evaluation: April 26, 2021 
Technical Evaluation Received by DEQ: April 30, 2021 
Draft Permit Package Sent:   February 28, 2023 
Submit Draft Permit for Public Notice: April 26, 2023 
Public Notice Published:   May 3, 2023 
End of 30-Day Public Comment Period:   June 2, 2023 
Response to Public comment:  
Public Meeting or Hearing:    

 

 

Application 

 
 
Application Information 
 
Description:  
 
Background / Purpose of Facility:  
The system was constructed in the 1970’s with the two original wells, Old Well #1 and Smithfield 
Heights #1, installed in 1971 and 1973. The two current production wells are SM-1 (DEQ Well # 146-
00316) and SM-2 (DEQ Well # 146-00322).  The system was initially permitted under GW0033000 for 
11,700,000 gallons per year (gal/yr). Groundwater Withdrawal Permit GW0051900 was issued in 2008 
for 16,242,500 gal/yr and 1,937,500 gallons per month (gal/mo) to account for 25 homes being added to 
the system.  The previous permit (GW0051900) expired May 31, 2018 and was administratively 
continued pursuant to 9VAC25-610-96.  The system supplies the Sandy Mount Community including 
Smithfield Heights with mostly residential connections and a few businesses.  
 
Location of Facility/Withdrawal: 
 
Water Supply Planning Unit: Hampton Roads PDC 

 
County: Isle of Wight 
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GWMA/Aquifer: Eastern Virginia GWMA / Potomac aquifer 
 
Conjunctive Use Source:  No conjunctive use. 
 
Withdrawal Use, Current Need, and Projected Demand: 
 
Basis of Need:  
The system supplies the Sandy Mount Community including Smithfield Heights and was serving 191 
connections, at the time of application. The connections are mostly residential with a few businesses 
making up about 5% of the withdrawal. The community is located on the north side of Scotts Factory 
Road (Route 620) at Pinehurst Drive, approximately two miles east of the intersection of Routes 620 and 
US258 and about 3 miles southeast of the Town of Smithfield.   
 
Water Demand and Projections:  
The applicant evaluated the past water use from 2008 through 2017 and found the highest annual water 
use of 12,060,000 gal in 2008. The highest monthly amount during this period was 1,406,000 gal in July 
2008. These values were used as the amount required to supply the current system connections.  For the 
191 connections at the time of application, this equates to 63,145 gallons per year per connection 
(gal/yr/c) and 7,360 gallons per month per connection (gal/mo/c). This equates to 173 gallons per day per 
connection (gal/day/c) annually and 237.5 gal/day/c as a monthly high. 
 
The applicant anticipated the 9 remaining lots being added to the water system over the ten-year permit 
term and thus, included the 9 lots in future demand projections. Based on 200 connections (191 + 9 new) 
at 63,145 gal/yr/c, an annual amount of 12,629,000 gal/yr was determined along with a monthly amount 
of 1,472,500 gal based on the 7,360 gal/mo level for 200 connections. This request represents about a 
21% decrease from the 2008 permitted amounts of 16,242,500 gal/yr and 1,937,500 gal/mo. 

 
Withdrawal Volumes Requested: The applicant requested the following withdrawal volumes based upon 
the projected groundwater demand. 
 

Period of 
Withdrawal 

Total Volume (gal) 
Volume in 

gal/day 
Maximum Monthly:   1,472,000 47,484 

Maximum Annual: 12,629,000 34,600 

 
Department Evaluation    

 
Historic Withdrawals:  
From 2008 through 2017 the highest annual water use of 12,060,000 gal in 2008 and the highest monthly 
usage was 1,406,000 gal in July 2008. The withdrawal has gradually decreased since 2008 and has been in 
the mid 8,000,000 gal/yr range since 2018.   
 
Analysis of Alternative Water Supplies:  
The nearest larger system that could potentially supply the Sandy Mount system is the Town of 
Smithfield approximately 3 miles away, which is also supplied by groundwater. The nearest surrounding 
development, the Newport Development Service District in Isle of Wight County, is contracted to be 
provided with 1,000,000 gallons per day (gal/day) of treated water from the City of Suffolk; however, the 
Sandy Mount Community is not part of this district. There are no nearby surface water bodies with 
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sufficient flow to support the community water supply needs. The cost of installing extensive water lines 
or treatment for this small community are currently prohibitive.  
 
Public Water Supply:   
The water system operates under VDH WWOP #3093580 with an effective date of June 30, 1995, and the 
associated Engineering Description Sheet (EDS) with an effective date of June 2, 2009. The permitted 
design capacity on the updated EDS is 80,000 gal/day with source capacity stated to be the limiting factor.  
 
Water Supply Plan Review:  
Water use for the system was included in the regional Water Supply Plan (WSP) with an approximate 
30,000 gal/day average which aligns well with the requested amount. No alternative water supplies were 
noted in the WSP for consideration. 
 
Department Recommended Withdrawal Limits:  
The requested amount represents a significant reduction from the previously permitted amount and 
indicates conservative use of the resource. 
 
The Department recommends the following withdrawal volumes based upon evaluation of the 
groundwater withdrawal permit application. The values are rounded from the requested amount in 
accordance with the Department’s rounding policy. 
 

Period of Withdrawal Total Volume (gal) 
Volume 

in 
gal/day 

Maximum Monthly:   1,500,000 48,387 

Maximum Annual: 12,700,000 34,795 

 
Technical Evaluation:  
Aquaveo, LLC performed a technical evaluation of the application for the Department based on the 
VAHydro Groundwater Eastern Virginia Model (VAHydro-GW-VCPM). The objectives of this 
evaluation were to determine the areas of any aquifers that will experience at least one foot of water level 
decline due to the proposed withdrawal (the Area of Impact or AOI), to determine the potential for the 
proposed withdrawal to cause saltwater intrusion, and to determine if the proposed withdrawal meets the 
80% drawdown criteria. Aquaveo, LLC also evaluated water levels in the Eastern Virginia Model 
compared to measured field values. 
 
The Department concluded that the proposed withdrawal satisfies the technical evaluation criteria for 
permit issuance. A summary of the results of the evaluation and the AOI for the Potomac Aquifer is 
provided in the Technical Evaluation (Attachment 1).  
  



DRAFT Permit Issuance Fact Sheet 

Groundwater Withdrawal Permit - GW0051901  

 

 

 

 
Part I 

Operating Conditions 

 
 
Authorized Withdrawals: 
   

Owner Well Name DEQ Well # Aquifer Type 
Pump Intake Limit 

(ft/bls) 

SM-1  146-00316 Potomac Production 372 

SM-2  146-00322 Potomac Production 372 

    

Apportionment:   
Although the withdrawal percentage from each well varies month to month, the wells are used fairly 
evenly and a 50/50 apportionment was requested. The two wells withdrawal from the same aquifer, are 
close together, and the requested withdrawal did not produce an AOI that extended beyond the property 
boundary. Given this situation, no apportionment limits were necessary. 
 
Additional Wells: 
 
Abandoned Wells: 
 

Owner Well Name/ 
DEQ Well Number 

DEQ Well # Aquifer 

Smithfield Heights 1  
(SH-1) 

146-00233 Potomac 

Smithfield Heights 2  
(SH-2)  

146-00282 Potomac 

Old Well #1  146-00149 Potomac 

 
Out of Service Wells: 
 

Owner Well Name/ 
DEQ Well Number 

DEQ Well # Aquifer 

Test Well  146-00323 Potomac 

 
Observation Wells: There are no observation wells associated with the system. 
 
Pump Intake Settings:  
Department staff reviewed available information and made the following determinations regarding the 
location of the aquifer tops for the following well. Information reviewed in this process included GW-2 
forms for the system wells, driller’s logs, the geophysical log for SM-1 (DEQ Well # 146-00316) and The 
Virginia Coastal Plain Hydrogeologic Framework (USGS Professional Paper 1731). 
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Unit 
Well SM-1 

(ft/bls) 
Yorktown-Eastover *-170 
Piney Point 255-270 
Aquia 317-369 
Potomac 372-1380 (bottom estimated) 
*Insufficient information to determine Yorktown-Eastover aquifer top 

 
Given the close proximity of the two wells, the aquifer top and pump intake limit for Well SM-2 was 
extrapolated from Well SM-1. Both well pumps are correctly positioned in accordance with 9VAC25-
610-140 A 6 at 302 and 326 feet below land surface (ft/bls) for Well SM-1 and SM-2 respectively. 
 
Withdrawal Reporting:  
Groundwater withdrawals are to be recorded monthly and reported quarterly. 
 
Water Conservation and Management Plan:  
A Water Conservation and Management Plan (WCMP) meeting the requirements of 9VAC25-610-100 B 
was submitted and reviewed as part of the application process. The accepted Plan is to be followed by the 
permittee as an operational Plan for the facility/water system, is incorporated by reference into this 
permit, and shall have the same effect as any condition contained in this permit and may be enforced as 
such (Attachment 2). In addition, the Permit includes conditions requiring the following:     
 
 

 Documentation that the leak detection and repair program defined in the WCMP has been 
initiated is due by the end of the first year of the permit term. 

 A result of an audit of the total amount of groundwater used in the distribution system and 
operational processes is due by the end of the second year of the permit term.  

 A report on the plan’s effectiveness in reducing water use, including revisions to those 
elements of the WCMP that can be improved and addition of other elements found to be 
effective based on operations to date shall be submitted by the end of years four [date] and 
eight [date] of the permit term. 

 
Mitigation Plan: The predicted AOI resulting from the Technical Evaluation does not extend beyond the 
service area boundaries.  A Mitigation Plan was therefore not required for the permit. 
 
Well Tags:  Well tags will be transmitted by the Department after issuance of the final permit. 
 

 
Part II 

Special Conditions 

 
 
With the exception of condition listed below, review of the applicant’s application, well construction data, 
operations at the facility, and the Technical Evaluation of the application did not identify a need for water 
quality or water level monitoring or pump intake reset conditions in the permit.  There are no new wells 
currently planned for construction during the permit term. Technical Evaluation of the application was 
based on model parameters and aquifer testing is not required at this time. Construction of observation 
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wells or well nests, and geophysical boreholes to assist in monitoring or characterizing the local or 
regional aquifer system are not required at this time.  
 
Monitoring Well Maintenance:  
The Permittee must continue to properly maintain Test Well (DEQ Well# 146-00323) as a monitoring 
well and the well must be secured and protected from vandalism or accidental use at all times with a 
locking cap or other secure cover.  If the Permittee determines that the well is no longer needed, the 
Permittee shall permanently abandon Test Well (DEQ Well # 146-00323) in accordance with the Virginia 
Department of Health’s Regulations (12VAC5-630-450) and submit documentation to the Department of 
Environmental Quality within 30 days of abandonment. At least two weeks prior to the scheduled 
abandonment, the Permittee shall notify the Department of the scheduled abandonment date. 
 

 
Part III 

General Conditions 

 

General Conditions are applied to all Groundwater Withdrawal Permits, as stated in the Groundwater 
Withdrawal Regulations, 9VAC25-610. 
 

 
Public Comment 

 
 
 
Relevant Regulatory Agency Comments: 
 

Summary of VDH Comments and Actions: 
 
Public Involvement during Application Process: 
 

Local and Area wide Planning Requirements: The Isle of Wight County Administrator certified on 
March 19, 2018, that the facility’s operations are consistent with all ordinances.  The Department 
received this certification on March 27, 2018.  

 
 Public Comment/Meetings: 
 

The public notice was published in Smithfield Times on May 3, 2023. The public comment period 
ran from May 3, 2023 to June 2, 2023  

 
Changes in Permit Part II Due to Public Comments 
 
 
Changes in Permit Part III Due to Public Comments 
 
 
 
 
 

The following sections will be completed after close of the public comment period. 
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Attachments 

 
 

1. Technical Evaluation 
2. Water Conservation and Management Plan 
3. Public Comment Sheet (if warranted) 
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